PLoS MEDICINE

Upper-Room Ultraviolet Light
and Negative Air Ionization
to Prevent Tuberculosis Transmission
A. Roderick Escombe1,2,3*, David A. J. Moore1,2,3,4,5, Robert H. Gilman3,4,5, Marcos Navincopa6,7, Eduardo Ticona6,
Bailey Mitchell8, Catherine Noakes9, Carlos Martı́nez5, Patricia Sheen4, Rocio Ramirez7, Willi Quino4,
Armando Gonzalez7, Jon S. Friedland1,2, Carlton A. Evans1,2,3,4,5
1 Department of Infectious Diseases & Immunity, Imperial College London, United Kingdom, 2 Wellcome Centre for Clinical Tropical Medicine, Imperial College London,
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ABSTRACT
Background
Institutional tuberculosis (TB) transmission is an important public health problem highlighted
by the HIV/AIDS pandemic and the emergence of multidrug- and extensively drug-resistant TB.
Effective TB infection control measures are urgently needed. We evaluated the efficacy of upperroom ultraviolet (UV) lights and negative air ionization for preventing airborne TB transmission
using a guinea pig air-sampling model to measure the TB infectiousness of ward air.

Methods and Findings
For 535 consecutive days, exhaust air from an HIV-TB ward in Lima, Perú, was passed through
three guinea pig air-sampling enclosures each housing approximately 150 guinea pigs, using a
2-d cycle. On UV-off days, ward air passed in parallel through a control animal enclosure and a
similar enclosure containing negative ionizers. On UV-on days, UV lights and mixing fans were
turned on in the ward, and a third animal enclosure alone received ward air. TB infection in
guinea pigs was defined by monthly tuberculin skin tests. All guinea pigs underwent autopsy
to test for TB disease, defined by characteristic autopsy changes or by the culture of
Mycobacterium tuberculosis from organs. 35% (106/304) of guinea pigs in the control group
developed TB infection, and this was reduced to 14% (43/303) by ionizers, and to 9.5% (29/307)
by UV lights (both p , 0.0001 compared with the control group). TB disease was confirmed in
8.6% (26/304) of control group animals, and this was reduced to 4.3% (13/303) by ionizers, and
to 3.6% (11/307) by UV lights (both p , 0.03 compared with the control group). Time-to-event
analysis demonstrated that TB infection was prevented by ionizers (log-rank 27; p , 0.0001)
and by UV lights (log-rank 46; p , 0.0001). Time-to-event analysis also demonstrated that TB
disease was prevented by ionizers (log-rank 3.7; p ¼ 0.055) and by UV lights (log-rank 5.4; p ¼
0.02). An alternative analysis using an airborne infection model demonstrated that ionizers
prevented 60% of TB infection and 51% of TB disease, and that UV lights prevented 70% of TB
infection and 54% of TB disease. In all analysis strategies, UV lights tended to be more
protective than ionizers.

Conclusions
Upper-room UV lights and negative air ionization each prevented most airborne TB
transmission detectable by guinea pig air sampling. Provided there is adequate mixing of room
air, upper-room UV light is an effective, low-cost intervention for use in TB infection control in
high-risk clinical settings.
The Editors’ Summary of this article follows the references.
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cages had wire mesh ﬂoors to minimize the risk of faecal-oral
TB transmission. Cages were isolated by partitions to limit
any horizontal disease outbreak to the six animals per cage.

Introduction
Tuberculosis (TB) infection control remains a public health
priority, especially with the emergence of extensively drugresistant strains [1]. TB outbreaks have long been reported in
congregate settings [2] including hospitals [3,4], homeless
shelters [5], and correctional facilities [6]. Nosocomial transmission and occupational TB are common in resourcelimited settings, especially where TB and HIV are prevalent
[7–9]. The expansion of HIV care programmes may inadvertently increase TB transmission by congregating highly
susceptible individuals with those likely to have TB disease
[10].
Guidelines for preventing TB transmission in health care
settings advocate administrative control measures to ensure
prompt diagnosis, isolation, and treatment of TB patients;
environmental control measures to reduce the concentration
of airborne infectious droplet nuclei; and personal respiratory protection [11,12]. Environmental control measures such
as negative-pressure mechanical ventilation are expensive to
install and maintain, and offer limited protection [13].
Natural ventilation may provide greater protection for little
cost [14], but is climate dependent. Additional environmental
control measures are urgently needed.
Upper-room ultraviolet (UV) light is recommended for
reducing TB transmission in health care facilities [12,15].
However, despite renewed research interest [16,17], its use is
not widespread due mainly to the absence of efﬁcacy studies
in clinical settings. Negative air ionizers charge airborne
particles resulting in attraction to grounded surfaces and
clearance from the air. They also have bactericidal effects
[18–20]. Large-scale negative ionizers successfully reduced
airborne Salmonella transmission by up to 99% in poultry
hatching [21–24]. We hypothesized a novel effect of ionizers
in preventing airborne TB transmission.
An accepted strategy for detecting viable airborne M.
tuberculosis in clinical areas is air sampling using guinea pigs
[25], which are extremely susceptible to TB. Classic 1950s
studies utilizing a guinea pig air-sampling facility on the roof
of a TB ward deﬁned the airborne nature of TB transmission,
and demonstrated the germicidal efﬁcacy of unshielded UV
lights inside air ducts [26,27]. We extended this experimental
model in order to evaluate upper-room UV light and negative
air ionization for preventing TB transmission.

Patient Recruitment
HIV-infected patients with pulmonary TB were admitted to
the negative-pressure rooms and invited to join the study with
written informed consent. Patient admission, management,
or duration of hospital stay was uninﬂuenced by the study.
Sputum smear-positive patients were preferentially located in
the study rooms, from which air passed to the air-sampling
facility on the roof. Sputum samples were collected on
admission and weekly thereafter for auramine staining and
TB culture using MODS [29]. Patients occupied their rooms
24 h a day, generally only leaving for activities such as X-rays.

UV Lights
An upward-facing UV light ﬁxture (Lumalier) (Figure 1B)
was suspended from the ceiling in each room with a small fan
adjacent to facilitate room air mixing. UV ﬁxtures were
bafﬂed to deliver UV intensity 0.4 lW/cm2 at a height of 1.8
m. Bulbs were cleaned with alcohol every 2 mo, and UV ﬁelds
in the room were remeasured after cleaning. Health care staff
and patients sequentially wore a data-logging personal UVexposure meter (Gigahertz-Optik) and completed questionnaires about adverse UV effects.

Negative Air Ionization
Electrostatic space charge systems (ESCSs; prototype largescale negative ionizers [Figure 1C] [22,23]) were selected due
to their high negative ion generation rate following testing
and comparison with 24 commercially available negative
ionizers, all of which performed poorly (unpublished data).
Three ESCS ionizer units were ceiling-mounted inside the
third animal enclosure and functioned continuously. Negative ion concentration was monitored indirectly using a
charge-decay meter (IPA-287; Monroe Electronics). Ozone
levels were monitored (Aeroqual500; Ozone Solutions).

Experimental Protocol
Out-bred Peruvian guinea pigs maintained in quarantine
were skin tested monthly with 100 units puriﬁed protein
derivative (PPD; Evans-Vaccines) [30] and induration diameter was measured 24 h later. Animals were transferred to the
study facility following 2 negative skin tests to ensure
freedom from TB infection. Up to 150 animals were
maintained in each ward-air exposure chamber, designated
‘‘Control,’’ ‘‘UV,’’ and ‘‘Ionizers.’’ Monthly skin tests were
continued with reading performed by the same operator,
blinded to animal group. A 7.5-mm cut-off was used for a
positive PPD test to indicate TB infection as described [30].
PPD-positive animals and those losing .200 g weight were
removed monthly for sacriﬁce, autopsy, and organ culture for
M. tuberculosis as described to detect TB disease [30].
Additional animals were sacriﬁced monthly, such that equal
numbers were removed from each chamber. Sacriﬁced
animals were replaced with new quarantined animals. A
cohort of negative control animals exposed to fresh air alone
was maintained separately.

Methods
Setting
The HIV-TB ward at Hospital Nacional Dos de Mayo, Lima,
Perú was converted into eight negative-pressure isolation
rooms. Four were used in the study. Air injection vents in the
ceiling and air extraction vents close to the head of a patient
lying in bed were positioned based on computational ﬂuid
dynamics (CFD) modelling of the ventilation in patient rooms
[28]. The exhaust vents were positioned in the lower part of
the room to ensure that the guinea pigs sampled the air
breathed by room occupants without it being deliberately
drawn through the UV ﬁeld. A new airborne TB-transmission
study facility was constructed on the roof (Figure 1A). Three
parallel negatively pressurised 70-m3 exposure chambers each
housed up to 150 guinea pigs and were ventilated on
alternate days with ward air, or fresh outside air. Animal
PLoS Medicine | www.plosmedicine.org

Rotation of Air
Guinea pig enclosures were ventilated on alternate days
with ward air or fresh air. When ventilated with ward air, this
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Figure 1. Bird’s Eye View of Guinea Pig Air Sampling Facility on Roof of HIV-TB Ward; Photograph of HIV-TB Isolation Room Showing UV Light Fixture,
Mixing Fan, and Ventilation System; and Photograph of Large-Scale ESCS Ionizer
(A) Airborne transmission study facility on the roof of HIV-TB ward. Negative-pressure respiratory isolation rooms for TB-HIV co-infected patients were
located on the ground floor, of which four were used in the study. All air from these rooms was ducted to the roof, where it was either passed over
different groups of guinea pigs in one of three parallel enclosures (exposure chambers), or was sterilised and exhausted to the environment through
the chimneys.
(B) Patient isolation room with upper-room UV light fixture. The design of the UV fixture with baffling of the UV bulbs restricts the high intensity UV
light to the upper part of the room. Each fixture had two 9-W UV bulbs. Adjacent to the fixture is a simple 382-m3/h fan used to assist mixing of lowerand upper-room air. The mechanical ventilation system’s air injection vent in the ceiling and the air extraction vent at bed height (1 m) are also shown.
(C) ESCS. An ESCS ionizer suspended from the ceiling is shown. Approximately -25,000 V were delivered to ;200 needle tips, where negative ions are
generated in adjacent air due to corona discharge. The current was limited to ,1 mA to ensure personal safety. Three ESCS ionizers were sited in the
Ionizer animal enclosure.
doi:10.1371/journal.pmed.1000043.g001

air was untreated for the Control group, UV-treated for the
UV group, and ionized for the Ionizer group. To achieve this,
a 2-day rotation was used: UV-on days and UV-off days
(Figure 2). On UV-on days, UV lights on the ward were turned
on continuously (together with mixing fans during daylight
PLoS Medicine | www.plosmedicine.org

hours). Correct functioning of lights and fans was conﬁrmed
daily by visual inspection. On these UV-on days, half the
exhaust air from the ward was passed through the UV animal
enclosure and the other half was sterilised and exhausted
outside, and the other two animal enclosures were ventilated
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Figure 2. Schematic of the Airborne TB Transmission Study Facility on the Roof of an HIV-TB Ward in Lima, Perú
All exhaust air from the four patient isolation rooms passed over the guinea pigs, housed in groups of up to 150 animals in three exposure chambers:
Control group (green); UV lights group (blue); and Ionizer group (red). Guinea pigs were exposed on alternate days to ward air or fresh outside air,
according to the rotation below, with a 45-min wash-out period between study days.
(A) UV-off day (Control day): No air cleaning intervention on the ward. Exhaust air from the ward was divided on the roof, half passing through the
Control enclosure of guinea pigs, and half passing through the Ionizer enclosure, inside which were located three large space negative air ionizers
(ESCSs). On these days, fresh outside air was passed through the centrally positioned UV lights group exposure chamber.
(B) UV-on day: UV lights and mixing fans were turned on in the ward. Half of the ward air passed through the UV lights group animal enclosure, and half
was sterilised and exhausted into the atmosphere. The other two exposure chambers were ventilated with fresh outside air.
doi:10.1371/journal.pmed.1000043.g002
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Ionizer enclosures caused by leakage into the negativepressure system was 9.2, 14, and 12 cfm, respectively,
representing 4.1%–6.3% of the air received by the animals.
There were no patient or staff UV-related complaints, and
UV exposure was within recommended limits [12]. Mean ward
UV intensity at height 1.8 m diminished by 6.5% during the
study. In the Ionizer enclosure, high negative ion concentration was demonstrated using a +1,050-V charged plate
located 1 m from each ESCS ionizer. This plate consistently
discharged to zero within 5 s. The maximum ozone level
detected was 0.06 ppm. Median ward temperature was 19.2 8C
(IQR 17.8–22.5 8C) and median relative humidity 77% (IQR
73%–80%). Differences in mean temperature and mean
relative humidity between animal enclosures were small
(,0.2 8C and ,2%, respectively), and there were no
signiﬁcant differences in these parameters between UV-on
and UV-off days (ANOVA; p . 0.3 in all cases).

with fresh outside air. On UV-off days, UV lights were
switched off and the ward air was divided so that half passed
through the Control enclosure and half through the Ionizer
enclosure. Thus, the Control group breathed ward air without
any infection control intervention; the UV group breathed
ward air only when the ward UV lights were on; and the
Ionizer group breathed ward air treated with ionizers (but
not UV lights). A 45-min purge period separated study days
allowing replacement of partially UV-treated ward air with
fresh air after UV-on days. Study ‘‘days’’ were therefore 23 h
and 15 min long. Airﬂow leaving the ward, and into and out
of each animal enclosure was balanced, and measured daily
using in-duct iris dampers (Continental Fan Inc.).

Statistics
Statistical analysis was performed using SPSS v10.0. Both
TB infections (measured as numbers of PPD positive
conversions), and TB disease (deﬁned as autopsy or culture
evidence of TB disease) were compared between groups using
two samples proportions tests for numbers of animals in each
group. To allow for minor differences between groups in
numbers of animals and total exposure time, time-to-event
was also analyzed for TB infection or disease using the logrank test and are shown as Kaplan-Meier plots, censored
when group sizes fell to ten animals [31]. Mean airﬂow data
between animal enclosures were compared using analysis of
variance. An alternative analysis was performed using the
Wells-Riley airborne infection model [15] to determine the
overall effect of the two interventions on TB transmission
measured as both TB infection and TB disease in guinea pigs,
accounting for minor airﬂow differences between the animal
enclosures as well as seasonal airﬂow variation (see Text S1).
Room air mixing was estimated using computational ﬂuid
dynamics modelling [28], and a separate zonal mixing model
was used to predict upper-room UV effectiveness (see Text
S1). All p-values are two-sided.

Detection of TB in Guinea Pigs
PPD skin test responses for quarantine, negative control,
and ward-air exposed guinea pigs are shown (Figure 3). There
was no evidence of boosting with serial testing. In 5,699 skin
tests in ward-air exposed animals, there were 109 animals
with TB infection in the Control group, 53 in the Ionizer
group, and 30 in the UV group resulting from 62,844, 62,921,
and 63,170 animal exposure days, respectively.

Dust-Related TB Outbreak
In month 7 during ionizer cleaning a cloud of thick sootlike dust that had collected on the ionizer scattered over
adjacent animal cages in the east-central part of the animal
enclosure (Figure 4). In subsequent skin tests (months 8–10),
there was a signiﬁcant increase in the proportion of TBinfected animals in these cages compared with surrounding
cages and with previous months (two samples proportions
test; p , 0.0001; Figure 4). Subsequent cleanings were
undertaken more carefully, spraying ﬁrst with bleach. To
avoid confounding by this artefactual TB transmission from
ionizer cleaning, all animals in the east-central cages of all
exposure chambers for tests 8–10 were excluded from
analyses (constituting three, one, and ten TB-infected animals
for Control, UV, and Ionizer groups, respectively, which for
time-to-event analyses were censored using the seventh skin
test date; one of these animals, in the Ionizer group, had
evidence of TB disease). Spatial distribution of TB infections
in the exposure chambers was otherwise random, implying
airborne transmission from the ward and not horizontal
transmission between animals. Culture for TB of dust-like
particulates from the ceiling and the ESCS ionizer was
negative.

Ethical Approval
The study was approved by the Institutional Review Boards
at Hospital Dos de Mayo, Asociación Benéﬁca PRISMA, and
Imperial College London Hammersmith Hospital Campus.
The Veterinary Faculty, Universidad Nacional Mayor San
Marcos, granted animal ethical approval and supervised
animal work.

Results
Patients
Over 535 study days, 69 HIV-positive patients with
pulmonary TB made a total of 80 ward admissions. 59
(74%) admissions were by smear-positive patients. Median
hospital stay was 9 d (interquartile range [IQR] 5–17 d). There
were 612 (50.3%) and 606 (49.7%) patient bed days on UV-off
and UV-on study days, respectively.

Reduction of Airborne TB Transmission—Proportions
Analysis
Having excluded the dust outbreak animals as above, after
535 study days there were 106/304 (35%) animals with TB
infection in the Control group, 43/303 (14%) in the Ionizer
group, and 29/307 (9.5%) in the UV group (two samples
proportions test: Control versus Ionizers and Control versus
UV both p , 0.0001; Ionizers versus UV p ¼ 0.07; Figure 5A).
Autopsy and TB culture results for PPD-positive animals,
PPD-negative animals, and intercurrent deaths are shown
(Table 1). TB disease was conﬁrmed in 26/304 (8.6%) animals

Airflow, UV-Light, and Ionizer Monitoring
Ward ventilation was maintained at 5.9 (standard deviation,
SD 0.4) air-changes/hour. Room air was well mixed (see Text
S1). There was no signiﬁcant difference between the volume
of ward air received by each animal group (ANOVA; p ¼ 0.1).
Although the difference in mean extracted air was signiﬁcant
between groups (ANOVA; p ¼ 0.001), this difference was less
than 4%. Mean fresh air inﬁltration into Control, UV, and
PLoS Medicine | www.plosmedicine.org
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Figure 3. Guinea Pig PPD Skin Test Responses
The frequency distributions of guinea pig PPD skin test responses are shown for (A) quarantined animals, (B) roof air negative controls, and (C) ward-air
exposed guinea pigs. The frequencies of the PPD responses have been plotted using a logarithmic scale on the y-axis to demonstrate the distribution of
positive (7.5 mm) responses seen in the exposed group of animals. Zero frequencies are plotted on the logarithmic scale as zero. PPD responses were
measured to the nearest 0.5 mm; therefore, each bar represents the frequency of a single measurement value.
*In 5,037 tests in 624 animals over 11 mo, there were three false positive PPD skin test results in quarantine animals. All were 7.5 mm and reverted to
,7.5 mm in subsequent months.
In 2,049 tests in fresh-air negative controls, there was one false positive result (7.5 mm).
doi:10.1371/journal.pmed.1000043.g003
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Figure 4. Distribution Over Time of TB-Infected Animals According to Cage Location Demonstrating Dust-Related TB Outbreak
A schematic is shown of one of the three identical guinea pig exposure chambers, each with 24 cages arranged in two rows. Each chamber is divided
into three sections (east, mid, and west). Thus each section has eight cages, four located centrally and four located laterally within each section. TBinfected animals have been grouped in 3-mo study periods (trimesters), excluding the first and last 2 mo of the study owing to small numbers as the
study started and finished. The third trimester immediately followed the cleaning of an ionizer creating a dust cloud directly above the four centrally
located cages in the east section of the ioniser animal enclosure. Numbers of TB-infected animals (expressed as a percentage of total numbers of
animals exposed) are shown for each of the six parts of the Control, UV, and Ionizer guinea pig exposure chambers, for three-monthly study periods.
doi:10.1371/journal.pmed.1000043.g004

variation, suggests that in both cases a further ;1%
reduction in TB infections was due to the small differences
in airﬂow between the groups. The zonal mixing model
predicted upper-room UV to cause a reduction of approximately 79% in the concentration of airborne infectious
particles in the lower part of the room (see Text S1). The
Wells-Riley analysis demonstrated 51% and 54% reductions
in TB disease due to ionizers and UV lights, respectively.
Further analyses using the three methodologies above were
performed with the ‘‘dust outbreak’’ animals included. All
results were similar, except that the protective effect of
Ionizers against TB disease compared with the Control group
no longer reached the traditional threshold for statistical
signiﬁcance in time-to-event analysis (log-rank 3.1; p ¼ 0.08).

in the Control group, 13/303 (4.3%) animals in the Ionizer
group, and 11/307 (3.6%) animals in the UV group (two
samples proportions test: Control versus Ionizers p ¼ 0.03;
Control versus UV p ¼ 0.01; Ionizers versus UV p ¼ 0.65;
Figure 5B). Conﬁrmatory analysis of these TB infection and
TB disease proportions with the Chi-squared test to reject the
null-hypothesis with post hoc Marascuillo procedure to allow
for multiple comparisons conﬁrmed this pattern of signiﬁcance.

Reduction of Airborne TB Transmission—Time-to-Event
Analysis
Time-to-event analysis demonstrated that Ionizers and UV
lights were both signiﬁcantly protective against TB infection
(log-rank 27; p , 0.0001 and log-rank 46; p , 0.0001,
respectively; Figure 6A). Similarly, time-to-event analysis
demonstrated that Ionizers and UV lights were both
protective against TB disease, (log-rank 3.7; p ¼ 0.055 and
log-rank 5.4; p ¼ 0.02, respectively; Figure 6B). Time-to-event
analysis demonstrated that there was a nonsigniﬁcant trend
for UV lights to be more protective than ionizers against TB
infection and disease (log rank 2.9; p ¼ 0.09 and log rank 0.2; p
¼ 0.6, respectively).

Discussion
This is, to our knowledge, the ﬁrst controlled evaluation of
the effect of upper-room UV light or negative air ionization
on airborne TB transmission in a clinical setting. By using a
guinea pig air-sampling model to measure the TB infectiousness of air, we have demonstrated that both interventions
prevented most TB transmission and are therefore potentially important TB infection control measures.
On the basis of laboratory evidence of mycobacterial
susceptibility to UV light [32], the effects of UV lamps on
mycobacterial aerosols [16,17,33], modelling studies [34–36],
and anecdotal evidence from hospitals with UV lights [37,38],
the U.S. Centers for Disease Control and Prevention
recommends upper-room UV light as an environmental
control measure for TB in health care settings [12]. However,

Reduction of Airborne TB Transmission—Airborne
Infection Model Analysis
The alternative Wells-Riley analysis demonstrated 60% and
70% reductions in TB infections because of ionizers and UV
lights, respectively, after correcting for minor airﬂow differences between groups. Comparing this with the differences
across the three groups prior to correcting for minor airﬂow
PLoS Medicine | www.plosmedicine.org
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nosed and untreated TB patients are likely to be found there,
and these are generally the most infectious TB patients.
In addition to the absence of efﬁcacy studies in a clinical
setting, safety concerns have discouraged use of upper-room
UV light. However, appropriate positioning of modern,
shielded UV ﬁxtures allows the upper room to be ﬂooded
with high-intensity UV light whilst minimizing occupant
exposure in the lower part of the room. Previously reported
cases of over-exposure resulted from incorrect lamp installation or inadequate action if a UV bulb became unshielded
[40,41]. Expert installation of upper-room UV systems is
therefore imperative, with postinstallation checking of UV
ﬁelds to ensure there is no excess UV light reﬂected
downwards. Indeed following lamp installation in this study,
bulbs required additional bafﬂes and the ceiling was painted
matt to reduce reﬂections. No adverse UV effects were
reported by patients or staff, and staff and patient exposures
measured with the personal UV meter were within permitted
levels [12]. This concurs with other recent data concerning
upper-room UV safety [42,43]. Manufacturers may recommend replacing bulbs annually, but during this study UV
intensity decreased minimally following .6,000 h use, despite
daily on/off switching, which degrades UV bulbs quicker. An
irradiance decline limit of 30% has been suggested whilst
upper-room UV installation and maintenance guidelines
remain under development [44]. Proactive maintenance,
including a planned programme for bulb replacement, allows
adequate UV ﬁelds to be maintained before bulb failure
occurs. Despite experience gained using upper-room UV in
14 homeless shelters [42], further operational research is
needed to assess limitations, such as the effect of periodic
power outages, and the creation of a false sense of security.
The current cost of the ﬁxtures in this study is US$355–709
including bulbs, the lower range for export to low-resource
settings. Replacement bulbs cost US$25–50. Considerable
potential exists for developing lower cost UV ﬁxtures for TB
control in resource-limited settings.
Upper-room UV light efﬁcacy depends on adequate mixing
of lower- and upper-room air through simple convection
currents [45,46] that may be augmented by mechanical
ventilation systems, or inexpensive mixing fans [17,47], as in
the current study. Air was well mixed in the patient rooms in
this study as a result of the mechanical ventilation system
delivering 236 m3/h of fresh air through a ceiling vent, the
mixing fan adjacent to the UV ﬁxture, and other air currents
generated by convection, movement of room occupants, and
door opening. Computational ﬂuid dynamics modelling
together with mixing fan speciﬁcations allowed room air to
be estimated as 83% mixed, and the zonal mixing model for
estimating upper-room UV efﬁcacy predicted a 79% reduction in the concentration of infectious particles in the lower
room. This ﬁgure correlates well with the 70% reduction in
TB infections actually observed in the guinea pigs. The
presence of good air mixing in the patient rooms therefore
allows extrapolation of the results for the protection of
guinea pigs from airborne TB infection to the protection of
room occupants. However, upper-room UV will never be able
to protect a health care worker from airborne infection
occurring at very close proximity. Controlled studies of the
effect of upper-room UV on human-to-human TB transmission are warranted. However, studies of TB infection in
health care workers are logistically challenging due to staff

Figure 5. Proportion of Ward-Air Exposed Animals in Each Experimental
Group with Evidence of TB Infection or TB Disease
(A) TB infection (PPD skin test conversions).
(B) TB disease (autopsy or culture evidence of TB).
doi:10.1371/journal.pmed.1000043.g005

use is not widespread, owing primarily to the lack of studies
in a clinical setting. Upper-room UV in a hospital waiting
room reduced airborne bacteria, but TB transmission was not
investigated due to the logistical difﬁculties such studies
entail [39]. The efﬁcacy of UV light demonstrated in the
current study has important implications for TB infection
control, especially in low-resource settings, where the burden
of TB is highest. Upper-room UV light is a relatively low-cost
intervention compared with mechanical ventilation. Furthermore, it is ideally suited to overcrowded congregate settings
such as waiting rooms, out-patient and emergency departments, or anti-retroviral treatment facilities. Such areas
rarely have high air-exchange mechanical ventilation, but
represent a TB infection control priority because undiagPLoS Medicine | www.plosmedicine.org
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Table 1. PPD Skin Test, Autopsy, and Culture Results for Ward-Air Exposed Guinea Pigs
Experimental Group

Control Groupa

Negative Ionizers Groupb

Positive (+) or Negative (-)
Autopsyd
+
Culture
+
PPD positive
5
PPD negative
1
PPD negative weight losers 0
Intercurrent deaths
0
Total
6

+
6
3
1
2
12

+
3
3
1
1
8

92
118
29
39
278

UV Lights Groupc

Total Positive (+) or Negative (-)

Total Positive (+) or Negative (-)

Total

—
—
106
125
31
42
304

—
—
43
197
33
30
303

—
—
29
213
32
33
307

+
+
3
0
0
0
3

+
3
1
2
0
6

+
1
0
1
2
4

36
196
30
28
290

+
+
2
2
1
1
6

+
0
2
0
0
2

+
0
3
0
0
3

27
206
31
32
296

Dust outbreak animals excluded: ten, 15, and eight animals in Control, Ionizer, and UV groups, respectively, one with TB disease (PPD positive, Ionizer group).
a
60,626 total guinea pig exposure days, median exposure 182 d (IQR 92–290).
b
60,859 total guinea pig exposure days, median exposure 182 d (IQR 89–286).
c
60,939 total guinea pig exposure days, median exposure 183 d (IQR 96–294).
d
Autopsy evidence of airborne TB was considered a hard white pulmonary primary focus with enlarged broncho-hilar or para-tracheal lymph nodes, as described [30].
doi:10.1371/journal.pmed.1000043.t001

turnover, and confounded by TB exposures in other parts of
a health care facility, or exposures outside the workplace.
UV germicidal efﬁcacy is adversely affected by increasing
relative humidity, particularly above 50%–60% [17]. Relative
humidity in Lima is generally 70%–90%, and the hospital
rooms studied were not air conditioned. It was therefore
unexpected to see such a marked effect of upper-room UV
light on TB transmission. This protective effect of UV lights
against TB transmission may be greater in less humid
environments, including the air-conditioned environments
of hospitals in resource-rich settings.
This is the ﬁrst published evaluation of negative air
ionization for preventing TB transmission, to our knowledge.
The mechanism is most likely a physical effect of charged
airborne particulates being strongly attracted to grounded
surfaces such as walls and ﬂoors. A bactericidal effect is also
possible [18,20]. Reductions in airborne transmission in this
study were less than those observed in chick hatcheries and
production areas installed with ESCS ionizers where transmission of Salmonella was reduced by up to 99.8% [21–24]. It is
possible higher ion densities were achieved in the poultry
studies or that slower air movement allowed greater airborne
particle removal, and ionizer effectiveness decreases as
relative humidity increases.
A disadvantage to negative air ionization is the accumulation of potentially infectious particles onto adjacent
surfaces or grounded parts of the ionizer itself, as suggested
by the localized outbreak of TB-infected animals following
ionizer cleaning. The walls of the ionizer exposure chamber
quickly became discoloured, the ‘‘black-wall effect’’ seen with
some commercially available ionizers. These problems may be
mitigated using localized grounded collecting plates. Another
potential disadvantage of ionizers is static charge interference with medical equipment, although they have been used
for several years in an intensive care unit without reported
problems [48]. The static charge effect on instrumentation is
minimal beyond 1 m from the ionizer. The prototype ESCS
ionizer used in this study has been shown to require careful
handling and cleaning, and is therefore not yet appropriate
for clinical use, particularly in low-resource settings. However, improved ESCS ionizers with increased range and
effectiveness, and fewer needles to facilitate easier cleaning

Figure 6. Kaplan-Meier Time-to-Event Curves
(A) Using TB infection (PPD skin test conversion) as the end-point.
(B) Using TB disease (autopsy or culture evidence of TB) as the end-point.
doi:10.1371/journal.pmed.1000043.g006
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investigation. These environmental control measures are well
suited to large congregate settings such as waiting rooms or
emergency departments, where TB is often undiagnosed,
overcrowding is common, and respiratory isolation facilities
are frequently unavailable.

have already been developed and commercialized for
agricultural applications, and these devices warrant further
study. Approximate ESCS ionizer costs are US$600 for an
isolation room, US$300 for subsequent rooms, and the
intrinsically simple components facilitate the potential for
inexpensive manufacture.
One limitation of this study is that the animal facility was
not tested with artiﬁcial aerosols to evaluate airﬂow patterns
and particle loss between ward and roof. However, careful
ventilation system balancing during commissioning and daily
airﬂow measurement at multiple locations demonstrated only
small differences in ward airﬂow or outside air inﬁltration
into the three exposure chambers. Any particle loss between
ward and animal chambers would be expected to be similar
on UV-on or UV-off days. Another limitation is that ionizers
were located on the roof to avoid the potential artefact of
negatively charged droplet nuclei attaching to lengthy metal
ductwork between ward and animal facility. The ionizer effect
on TB transmission in the ward itself may have differed to
that observed in the animal facility.
The ﬁnding of large numbers of PPD-positive animals
without autopsy or culture evidence of TB was initially
surprising, but is consistent with previous ﬁndings if the bias
of two outbreaks of a highly infectious, highly virulent strain
are accounted for [30,49]. Experimental airborne infection of
guinea pigs with clinical isolates of M. tuberculosis has
demonstrated that up to four colony forming units are
required to establish disease [50]. It is likely that PPD-positive
but autopsy-negative animals were infected with doses
insufﬁcient to establish disease, or with strains poorly
virulent for guinea pigs. No PPD responses .7.5 mm were
observed in over 7,000 tests in quarantine and negative
control animals, making PPD conversion almost certainly due
to TB infection. There was no increased proportion of PPDpositive, autopsy-, and culture-negative animals seen in the
UV group, which might have been expected, were PPD
conversion to occur from exposure to dead or UV-damaged
mycobacteria. These interesting data suggest the need for
additional studies that may characterize true latent TB
infection versus delayed hypersensitivity alone, or the
possibility of transient TB infection [51].
TB infection control is a global public health priority
owing to the HIV epidemic, and to the importance of
nosocomial transmission in the propagation of multi- and
extensively drug-resistant strains. The expansion of HIV care,
entailing congregation in overcrowded settings of highly
susceptible persons with those most likely to have TB,
accentuates the need for effective prevention of TB transmission. Modelling studies of the XDR-TB outbreak in South
Africa have suggested that administrative control measures
may be inadequate [52], and therefore environmental control
measures assume increasing importance. Upper-room UV
light is an effective and relatively low-cost environmental
control measure already recommended as an adjunctive
measure by guidelines, but little used owing to the lack of
studies in clinical settings until now [12]. Upper-room UV has
great potential for TB infection control in settings where
climate does not permit the use of natural ventilation, or for
use in cooler winter months, or at night when windows are
likely to be closed. Efforts should be made to design simple
UV ﬁxtures for low-resource settings. Negative air ionization
is a novel infection control strategy warranting further
PLoS Medicine | www.plosmedicine.org

Supporting Information
Text S1. Wells-Riley Calculation Methodology and Room Air Mixing
and UV Lamp Effectiveness Schematic
Found at doi:10.1371/journal.pmed.1000043.sd001 (74 KB DOC).
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Editors’ Summary
Background. Tuberculosis—a contagious infection, usually of the
lungs—kills nearly 2 million people annually. It is caused by Mycobacterium tuberculosis, bacteria that are spread in airborne droplets when
people with tuberculosis cough or sneeze. Most people infected with M.
tuberculosis do not become ill—their immune system contains the
infection. However, the bacteria remain dormant within the body and
can cause disease years later if immunity declines because of, for
example, infection with human immunodeficiency virus (HIV), the cause
of acquired immunodeficiency syndrome (AIDS). The symptoms of
tuberculosis include a persistent cough, weight loss, and night sweats.
Infection with M. tuberculosis is diagnosed using the tuberculin skin test.
Tests for tuberculosis itself include chest X-rays and sputum cultures (in
which bacteriologists try to grow M. tuberculosis from mucus brought up
from the lungs by coughing). Tuberculosis can usually be cured by taking
several powerful antibiotics daily for several months. Drug-resistant
tuberculosis is much harder to cure, requiring multiple second-line
antibiotics for up to two years or more. Tuberculosis transmission can be
reduced by, for example, hospitalizing people with tuberculosis in
isolation wards in which negative-pressure mechanical ventilation is
used to reduce the concentration of infectious airborne droplets.

animals, and 9.5% of the UV group animals developed M. tuberculosis
infections. Tuberculosis disease was found in 8.6% of the control animals
but in only 4.3% and 3.6% of the animals in the ionizer and UV groups,
respectively. A ‘‘time-to-event analysis’’ also showed that UV lights and
ionizers reduced tuberculosis infection and disease. Finally, an analysis of
the data using an airborne infection model indicated that ionizers and
UV lights prevented 60% and 70% of tuberculosis infections, respectively.
What Do These Findings Mean? These findings indicate that upperroom UV lights, combined with adequate air mixing, or negative air
ionization with special large-scale ionizers can prevent most airborne
tuberculosis transmission to guinea pigs exposed to hospital room air.
The effectiveness of these approaches in reducing tuberculosis transmission between people is likely to be similar, although remains to be
tested. Nevertheless, this first study of the effect of upper-air UV light
and of negative air ionization on airborne transmission in a clinical
setting suggests that both approaches could be potentially important
tuberculosis infection control measures. Furthermore, the UV light
approach might provide a relatively low-cost intervention for possible
use in waiting rooms and other overcrowded settings where patients
with undiagnosed, untreated tuberculosis—individuals who tend to be
highly infectious—are likely to come into contact with other susceptible
patients, health care workers, and visitors.

Why Was This Study Done? After the development of antibiotics
capable of killing M. tuberculosis in the mid 20th century, it seemed that
tuberculosis would become a disease of the past. But in the mid 1980s,
drug-resistant M. tuberculosis strains began to emerge, the HIV/AIDS
epidemic took hold, and tuberculosis resurged to today’s worrying levels.
New ways of reducing tuberculosis transmission, particularly in health
care settings and in resource-limited settings, are now urgently needed.
The need for effective infection control measures is especially urgent in
HIV care programs where highly susceptible individuals frequently mix
with people with tuberculosis. In this study, the researchers use a guinea
pig air-sampling model (which was first used in the 1950s to show that
tuberculosis is an airborne infection) to investigate whether upper-room
ultraviolet (UV) lights in patient rooms and negative air ionization can
prevent airborne tuberculosis transmission. UV light kills M. tuberculosis;
negative ionization gives airborne particles a charge that makes them
stick to surfaces.

Additional Information. Please access these Web sites via the online
version of this summary at http://dx.doi.org/10.1371/journal.pmed.
1000043.
 The US National Institute of Allergy and Infectious Diseases provides
information on all aspects of tuberculosis, including multidrugresistance tuberculosis, and on tuberculosis and HIV
 The US Centers for Disease Control and Prevention provide several fact
sheets and other information resources about all aspects of
tuberculosis, including Guidelines for preventing the Transmission of
Mycobacterium tuberculosis in Health-Care Settings, 2005 (some
information in Spanish is also available)
 The World Health Organization’s 2008 report ‘‘Global Tuberculosis
Control—Surveillance, Planning, Financing’’ provides a snapshot of
the current state of the global tuberculosis epidemic and links to
information about all aspects of tuberculosis and its control (in several
languages)
 Tuberculosis Infection-Control in the Era of Expanding HIV Care and
Treatment is another report from the World Health Organization
 HIVInsite provides detailed information about the combination of HIV
infection and tuberculosis
 Avert, an international AIDS charity, also provides information about
the interaction between HIV and tuberculosis
 GHD (Global Health Delivery) Online is an online resource dedicated to
TB infection control, and is moderated by world experts

What Did the Researchers Do and Find? The researchers exposed a
group of control guinea pigs kept in a special air-sampling enclosure to
untreated air from an HIV–TB ward in Lima (Perú). Another group of
animals (the UV group) breathed air from the same ward, but only on the
days that UV lights suspended near the ward’s ceiling were turned on,
together with mixing fans to mix up the room air. The ‘‘ionizer group’’
had a negative ionizer switched on in their enclosure when they were
exposed to ward air (each group of animals was exposed to ward air
every other day). The animals were tested monthly with the tuberculin
skin test and all were examined for tuberculosis disease when they
became infected with tuberculosis or at the end of the 535-day
experiment. 35% of the control animals, 14% of the ionizer group
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